(Effective May 1, 2026)

WAC 110-145-2620 Carbon monoxide detectors. Licensees must in-
stall and maintain carbon monoxide alarms that comply with UL 2034:

(1) In or near each separate sleeping area in the immediate vi-
cinity of the bedrooms;

(2) On each story of the facility; and

(3) Per NFPA 72 and the manufacturer's instructions.

[Statutory Authority: RCW 74.15.030. WSR 25-23-103, s 110-145-2620,
filed 11/18/25, effective 5/1/26.]
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